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NOT TO SCALE

SET BOLTS IN

ELASTOMERIC SEALANT

REMOVEABLE

COUNTER FLASHING

FASTENERS APPROX.

12" O.C.

FASTENERS APPROX.

9" O.C.

DERBIGUM FLASHING

MEMBRANE

FLASHING BASE PLY(S)

DERBIGUM MEMBRANE

SYSTEM BASE PLY(S)

DERBICANT OR

APPROVED CANT

STRIP SET IN

BITUMEN OR

PERFLASH

ADHESIVE

INSULATION

AS SPECIFIED

14" MIN TO

BOTTOM OF

EQUIPMENT

NOTE:

THIS DETAIL ALLOWS FOR ROOF MAINTENANCE AROUND THE EQUIPMENT.  THE

CONTINUOUS SUPPORT IS PREFERRED IN LIGHTWEIGHT ROOF SYSTEMS BECAUSE THE

EQUIPMENT WEIGHT CAN BE SPREAD OVER MORE SUPPORTING MEMBERS.  CLEARANCE

MUST BE PROVIDED FOR REMOVAL OF ROOFING AND FLASHING BETWEEN PARALLEL

SUPPORTS.


